Hand Portable 

Fire Extinguisher Requirements for 

Commercial Kitchen Applications

· NFPA-10, “Standard for Portable Fire Extinguishers” 

· 2002 edition

· “Class K Fire Extinguishers shall be provided for hazards where there is a potential for fires involving combustible cooking media (vegetable or animal oils and fats). NFPA 10, 5.7.1)

· Maximum travel distance shall not exceed 30’ (9.15m) from the hazard to the extinguishers (NFPA 10, 5.7.2)

· “A placard shall be conspicuously placed near the extinguisher that states that the fire protection system shall be activated prior to using the fire extinguisher” (NFPA 10, 4.3.2.2)

· “Existing Dry Chemical extinguishers without a Class K listing that were installed for the protection of Class K hazards shall be replaced with an extinguisher having Class K listing when the dry chemical extinguishers become due for either a 6-year maintenance or hydrostatic test.” (NFPA 10, 4.3.2.3)

